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1. Introduction

The development of agriculture leads to an increase in 
demand for autonomous power supplies (APS). This is pri-

marily due to insufficient reliability of centralized power 
supply and quality of electricity, which, in turn, disrupts 
technological processes and causes losses caused by shortag-
es and losses of agricultural products.
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The paper presents studies of the 
system “induction generator-induction 
motor” with parametric asymmetry on 
a mathematical model to determine 
the quality of generated electricity in 
load operating modes. A mathematical 
model of the “induction generator-in-
duction motor” system has been devel-
oped taking into account losses in steel 
and parametric asymmetry. The anal-
ysis of the transient characteristics of 
an induction generator when a motor 
load is connected in symmetrical and 
asymmetrical modes of operation is 
carried out. The results of changes in 
the main characteristics of an induc-
tion motor at various degrees of para-
metric asymmetry in the generator are 
presented. The quality of the gener-
ated electricity was analyzed based 
on the calculations of the unbalance 
coefficients for each of the operating 
modes. The assessment of the ther-
mal state in steady-state conditions 
was carried out using an equivalent 
thermal equivalent circuit. Thermal 
transients were investigated when 
starting an induction motor from an 
autonomous energy source based on 
an induction generator. On a thermal 
mathematical model, the study of the 
effect of the output voltage asymmetry 
on the heating of the connected induc-
tion motor was carried out. It is shown 
that the asymmetry of the output volt-
age of an induction generator reaches 
3–10 % and causes overheating of the 
windings in excess of the permissible 
values. A regression model has been 
developed for studying the operating 
conditions of an induction motor when 
powered by an induction generator 
with an asymmetry of the stator wind-
ings. The use of the obtained equa-
tions will make it possible to determine 
the most rational combination of fac-
tors affecting the heating of the sta-
tor windings of induction machines, 
in which they will not overheat above 
the maximum permissible temperature 
values of the corresponding insulation 
classes
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Induction generators (IG) are widely used as APS [1–4]. 
The advantages of IG are manufacturability, simplicity of 
design, autonomy, lack of contacts, reliability, ease of use. 
AGs allow them to be used in a wide variety of areas of the 
national economy. Such generators are used to power hand-
held power tools with a built-in high-frequency electric 
drive, when taking power from the main power plant in the 
electric power systems of transport facilities.

The main power collectors in agriculture are electric 
drives, which make up 66...74 %. The peculiarities of the 
power supply of various technological processes in the agri-
cultural sector is the remoteness or lack of centralized power 
supply (work in the field, power supply of agricultural elec-
trotechnical installations, power tools, etc.).

The operating modes of autonomous power supplies are 
characterized by sharply changing loads and require the 
use of specialized equipment. This is especially true of cases 
when a direct start of induction squirrel-cage motors of 
comparable power is carried out from an autonomous source. 
Significant inrush currents affect a decrease in the voltage 
on the buses of an autonomous source. Without taking spe-
cial measures, stable operation of consumers connected in 
parallel with induction motors (IM) of comparable power 
becomes impossible, and the electric motors that turn on 
accelerate very slowly or do not start at all.

In this regard, the issue of using the IG as a source for 
powering the network, which includes the IM, is relevant. 
However, despite numerous works [5–8] devoted to theo-
retical and practical studies of hypertension in feeding IM, 
some issues have not been fully studied. In particular, there 
are no relevant studies of transient processes that would 
consider the effect of asymmetry in the windings of induc-
tion machines on their characteristics and operating modes.

During the IM operation, its parameters may deviate 
from the passport ones due to various damages [9–11]. 
The main causes of such malfunctions are motor vibration, 
overheating and mechanical stress. These factors lead to the 
appearance of electrical and magnetic asymmetry of the mo-
tor [12–14]. The violation of the IM symmetry can be caused 
by various damages of the windings and the core of the stator 
and the rotor, the occurrence of eccentricity of the rotor. 
Unbalance in the stator windings can appear as a result of 
damage such as breaks in parallel branches and elementary 
conductors of phase windings. Most often, such damage is 
the result of insulation breakdowns and the occurrence of 
turn circuits. As a result, harmonics of various orders appear 
in the field curve, which cause distortion of the shape of the 
torque curves and, with a significant proportion of the re-
moved sections, can make it impossible to IM start.

2. Literature review and problem statement

In [15], the results of studies of the operation of an in-
duction generator on a network with a motor load are given 
and the conditions for starting and the maximum power of 
the motor being switched on are indicated. It is shown that 
in the IG network, with an increase in the capacitor capacity, 
it is possible to start IM with a power of no more than 40 % 
of the generator power. But there were still unresolved issues 
related to the determination of the thermal state of IM when 
powered by hypertension. In [16], studies of the temperature 
characteristics of the IG were carried out in accordance 
with the distribution of losses in the stator. However, there 

are no studies of the thermal state of the connected load, in 
particular, the IM.

In scientific works on this topic, the issues of the thermal 
state of the IM when powered from the IG in asymmetric 
modes of operation are practically not considered. Most 
of the works are devoted to the development of methods 
for calculating and analyzing the thermal state of an IM, 
considering the temperature characteristics of motors un-
der various asymmetric operating modes associated with 
malfunctions of electric motors. So, in [17], the results of 
theoretical studies of asymmetry, dips and voltage surges at 
the IM are presented using the traditional method based on 
the theory of symmetric components. For this study, a math-
ematical model has been developed to calculate currents, 
torque, power losses, temperature rise and derating factor. 
Similarly, [18] discusses in detail the thermal analysis of IM 
when operating under these two conditions: unbalanced sup-
ply voltage and the presence of turn-to-turn short circuit. In 
this work, the finite element method was applied to generate 
fault scenarios, and software was used to simulate the elec-
tromagnetic and thermal behavior of the machine for vary-
ing degrees of severity of the aforementioned faults. In [19], 
a method is presented to compensate for the influence of the 
asymmetry of the stator windings of an induction motor 
on the characteristics of electric drive systems with vector 
control. Analysis of the orthogonal components of the elec-
tromagnetic torque in an analytical form showed that the 
effect of breaks causing the asymmetry of the stator circuits 
of an induction motor on the operating mode of the electric 
drive can be compensated by reducing the asymmetric flux 
linkage of the phases. In [20], an assessment of the adequa-
cy of the thermal model of an induction motor operating 
under conditions of low-quality electricity was carried out, 
based on the results of an industrial experiment. In [21], an 
analysis of the mechanical, electromechanical and thermal 
characteristics of an induction motor in asymmetric modes 
of operation is carried out. A qualitative assessment of the 
possibility of further operation of the motor in case of supply 
voltage unbalance with different unbalance coefficients has 
been carried out.

In all the cases mentioned, the mathematical description 
was obtained when the IM was supplied from the mains. 
However, the study of electromagnetic processes and the 
determination of the thermal state of the IM when powered 
by the IG under various asymmetric modes of operation were 
not considered in any of the above works. Also, there are no 
universal models that comprehensively reflect the processes 
of converting energy into IM with multifactorial variations 
in operating and design parameters. Therefore, specialized 
mathematical models that correspond to individual process-
es are usually considered [12, 22, 23].

Thus, the issues of determining the thermal state of the IM 
when changing the parameters of the windings and the system 
of capacitor excitation of the IG remain insufficiently studied.

3. The aim and objectives of research

The aim is to develop mathematical models of auton-
omous power supplies based on induction generators to 
improve the reliability and efficiency of autonomous power 
supply for agricultural consumers.

This will make it possible to correctly configure the 
systems of a variable induction electric drive when powered 
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from energy sources with induction generators, taking into 
account the asymmetry of their characteristics and to in-
crease their service life.

To achieve the aim, the following objectives were set:
– development of a mathematical model of an autono-

mous induction generator with capacitor excitation, taking 
into account losses in steel and parametric asymmetry in the 
stator windings;

– to analyze the electromechanical and starting charac-
teristics of the motor when powered by an induction gener-
ator, taking into account the parametric asymmetry in the 
stator windings;

– to develop a thermal model of the “induction genera-
tor-induction motor” system with asymmetry in the stator 
windings;

– to develop a regression model that makes it possible to 
assess the influence of the asymmetry of the stator electrical 
circuit on the operation of induction machines.

4. Materials and methods of research

An unfavorable confluence of climatic conditions or 
anthropogenic circumstances can lead to the creation of 
emergency situations due to a disruption in the power supply 
of industrial and municipal facilities. First of all, it is about 
various institutions of urgent medical care, heating systems 
and water supply and sewerage systems, the long-term lack 
of power supply of which can entail serious or even tragic 
consequences. The solution to the problem lies in the use of 
APS based on IG with capacitor excitation. One of the direc-
tions for further development with the APE use on the basis 
of IG is the study of electromagnetic and electromechanical 
processes and modes of operation of the IG when feeding the 
IM in the case of various malfunctions.

To study the electromagnetic and electromechanical 
processes at various operating modes in the IG and IM, a 
mathematical description of the dynamic modes of elec-
trical machines in a three-phase coordinate system was 
used. Mathematical models of induction machines were 
implemented in the Simulink visual simulation program 
from the MATLAB package. The following initial data 
for the IG were selected: Pnom=7.5 kW; p=2; Inom=14.6 A; 
nnom=1430 rpm; cosϕnom=0.825; ηnom=81 % and parameters 
of the equivalent circuit rs=1 Ω; rr=0.77 Ω; Lsσ=0.008 H; 
Lrσ=0.009 H; Lμ=0.366 H; C=200 μF. To estimate the max-
imum IG power required for direct start of an induction 
squirrel-cage electric motor and study its operation in a 
steady state, an AOLS2–21–4 electric machine (USSR, 
developed in 1957–59, since 2010 ELECTRICAL PLANT 
RUSSIA) was used. This type of IM is used in mecha-
nisms with a fan torque on the shaft: pumps, fans (with 
closed valves), etc. The following initial data were selected: 
cosφG=0.8; cosφH=0.8; Kμ=1.5; cosφD=0.8; cosφstart=0.45; 
C=240 μF.

Harmonic analysis of the stator current signals and the 
IM torque operating under conditions of low-quality power 
supply and the construction of the corresponding travel time 
curves are implemented in the Mathcad software product.

To study the heating process of induction machines, the 
method of equivalent thermal circuits was used. For the 
study, the HELL 4AM90L4U3 was chosen (PН=2.2 kW, 
U1Н=220 V, cosφН=0.83, ηН=0.80, sН=0.051). For the spec-
ified electric motor, the parameters of the equivalent cir-

cuit are: R1=4.150 Ω; R2=4.150 Ω; x1=3.218 Ω; x2=3.218 Ω; 
xμ=92.03 Ohm. Thermal conductivities for an induction 
electric motor of the basic version 4АМ90L4У3 were: 
Λ13=10.5707 W/°С; Λ23=2.7648 W/°C; Λ3=13.9969 W/°C; 
heat capacity: C1=726.1 J/°С; C2=3,260 J/°C; C3=9,623 J/°C, 
εH=1 bh/h; B=10,200 K; θ1H=403 K. An experiment was 
carried out to determine the heating curve of an IM of the 
4AM90L4U3 type when operating with a rated load from a 
symmetrical supply voltage system.

For a generalized theoretical study of asymmetric induc-
tion machines, the experiment planning method was used, 
which makes it possible to assess the influence of the asymme-
try of the stator electrical circuit on the operation of induction 
machines. The method of fractional factorial experiment 
was used in the work. The experiments were carried out on 
the basis of the design of a fractional factorial experiment of 
type 26-1, taking into account star points. In the case of such 
an experiment with six factors, the number of experiments 
is reduced in comparison with a full factorial experiment. 
Additional experiments in the center of the design were used 
to obtain more accurate regression equations. The following 
factors were chosen as investigated: the coefficient taking 
into account the asymmetry in the electrical circuit of the AH 
stator phase – εA (dimensionless value), the coefficient taking 
into account the asymmetry in the electrical circuit of the IG 
stator phase B – εB (dimensionless), the coefficient taking 
into account the asymmetry in the electrical of the phase A 
circuit of the IM stator – εdA (dimensionless value) and the 
coefficient taking into account the asymmetry in the electri-
cal circuit of the phase B of the IM stator – εdB (dimensionless 
value). The output parameters were taken: T – temperature 
rise of the stator winding IM (°C); K2U – voltage unbalance 
factor (%). The levels of variation were set in such a way that 
the upper and lower limits corresponded to the boundaries of 
self-excitation of the IG. The experimental data were statisti-
cally processed using the Statistica and Statgraphics Centu-
rion software applications.

5. Results of research of processes in an induction motor 
when powered by an induction generator

5. 1. Mathematical model of an autonomous induction 
generator with capacitor excitation, taking into account 
losses in steel

The mathematical model of the IG is developed on the 
basis of the well-known equations of an induction machine 
in a three-phase coordinate system in matrix form and has 
the form [24, 25]:

[ ] [ ] [ ][ ]
[ ] [ ] [ ][ ] [ ]

/ ;

/ ,

s s s s

r r r r r

d dt u R i

d dt u R i j

Ψ = −

Ψ = − + ω Ψ



 (1)

where [us]=[uA uB uC]T, [ur]=[ua ub uc]
T – transposed matri-

ces of instantaneous values of stator and rotor phase volt-
ages, respectively;

 
[is]=[iA iB iC]T, [ir]=[ia ib ic]

T – transposed 
matrices of instantaneous values of currents in the stator and 
rotor phases, respectively;[Ψs]=[ΨA ΨB ΨC]T, [Ψr]=[Ψa Ψb Ψc]
T – transposed matrices of full flux linkages of phase wind-
ings of the stator and rotor, respectively;
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– matrix of active resistances of stator windings;

[ ]
0 0

0 0

0 0

r

r r

r

R

R R

R

 
 =  
  

 

– matrix of active resistances of rotor windings; ω – electri-
cal frequency of rotation of the IG rotor.

Allowance for the saturation of the IG magnetic circuit is 
represented by the dependence of the mutual inductance Lμ 
on the magnetizing current iμ [6]:

( )21/ ,L a biµ µ= +  (2)

where a, b – the coefficients of approximation of the 
magnetization curve.

For the IG excitation mode, capacitors are includ-
ed in the stator circuit, therefore, in (1)

[ ] ( ) [ ] [ ]0

0

1/ d ,
t

s
u C i t u= − +∫  (3)

where [i]=[icA icB icC]T – transposed matrix of instanta-
neous values of the currents that flow in the containers; 
[u0]=[u0A u0B u0C]T – transposed matrix of instanta-
neous values of phase voltages at the initial moment of 
time t=t0; C – capacitance of the excitation capacitors.

The equation of motion of the IG has the form [6]

( )/ / ,g kr gd dt M M Jω = −  (4)

where ωg – mechanical rotation frequency of the IG (de-
termines the electrical frequency of rotation of the rotor 
ω=pωg, where p – the number of pole pairs); J – the moment 
of inertia of the IG; Mg – electromagnetic moment of the IG; 
Mkr – the torque of an external source of mechanical energy.

In the case of an asymmetric system of exciting capaci-
tors IG or load, the equations of electrical equilibrium for the 
stator phases will take the form:

( ) [ ]/ /
0

0

1/ d ,
t

s
u C i t u   = − +   ∫  (5)

where / / / /
T

s A B C
u u u u   =     – transposed matrix of instanta-

neous voltage values between the corresponding phase of the 

IG stator and the neutral of the load; / / / /

0 0 0 0

T

A B C
u u u u   =     – 

transposed matrix of instantaneous voltage values between IG 
neutrals and load.

Taking into account the complete internal symmetry 
of the machine and the balance of the system of currents 
(iA+iB+iC=0), it can be argued that

( )/ / / /

0 / 3.
A B C

u u u u= + +  (6)

The mathematical description for IM is compiled in the 
same way as for hypertension. The block diagram of the IG 
capacitive excitation system-IM is shown in Fig. 1.

To simplify the calculations of the characteristics of the 
IG-IM system with parametric asymmetry, an artificial 
technique is used: to take into account the asymmetry in the 
electrical circuit of the IM and IG stator, a dimensionless 
coefficient is introduced:

,
sA sA A

R R= ⋅ε′  ,
sB sB B

R R= ⋅ε′ 2

1 1
,

A A A
L L= ⋅ε′

2

1 1
,

B B B
L L= ⋅ε′  ,

sdA sdA dA
R R= ⋅ε′  ,

sdB sdB dB
R R= ⋅ε′

2

1 1
,

dA dA dA
L L= ⋅ε′  2

1 1
,

dB dB dB
L L= ⋅ε′  (7)

where RsA and RsB – active resistances of phases A and B of 
the IG stator, RsdA и RsdB – active resistances of phases A 
and B of the IM stator, L1A и L1B – dissipation inductances 
of phases A and B of the IG stator, L1dA and L1dB – dissipation 
inductances of phases A and B of the IM stator, ε – coeffi-
cient that takes into account the asymmetry in the electrical 
circuit of the stator of induction machines.

The existing IM models do not take into account the 
fact that the change in the magnetic flux (inductance) lags 
behind the change in the magnetizing current due to the 
properties of the domain structure of ferromagnets [26–28]. 
This property can be taken into account by shifting the 
magnetic flux signal with respect to the magnetizing current 
signal by the value of the angle δ of the magnetic retardation 
(the angle of magnetic losses).

Finding the instantaneous value of the angle δ of the 
magnetic lag is associated with difficulties in determin-
ing the instantaneous value of losses in steel in the high 
saturation mode of the IG magnetic circuit. Therefore, to 
determine the angle δ at each integration step, let’s use the 
following relation [29–31]:

.

arctg ,с

em rms

P

Р

 
δ =   

 (8)

where Pc – value of losses in the stator steel at the current 
integration step;

Pem.rms – effective value of electromagnetic power, which 
is found at each step of integration;

2

.

0

1
d ,

T

em rms em
Р P t

T
= ∫

.

em e r
P T= ⋅ω  (9)

In [26], a dependence was substantiated for determining 
losses in steel, taking into account the nonlinear dynamics 
of domain structures and the unevenness of their motion at 
different magnetization reversal cycles, which ensures a high 
convergence of the calculated and experimental data:

( ) ( ) ( )( )2

,
/

c
P I E I

dE I dI
µ µ

µ µ

ξ
=  (10)

Fig. 1. Block diagram of the IG-capacitive excitation system-IM 
system
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where Iμ – effective value of the magnetizing current; ξ – co-
efficient depending on the characteristics of electrical steel; 
E(Iμ) – dependence of the EMF on the magnetizing current.

Thus, expressions (1)–(10) form a mathematical model 
of IM in a three-phase coordinate system, which takes into 
account the inertia of the magnetization process, which man-
ifests itself in the time and phase lag of the magnetization 
with respect to the magnetic field strength.

The block diagram of the IG mathematical model with 
allowance for losses in steel is shown in Fig. 2.

The influence of the asymmetry of the IG output voltage 
on the dynamic mechanical characteristics of the IM is ex-
pressed by an increase in the amplitude of the oscillations of 
the dynamic electromagnetic moment. This negatively affects 
the operation of both the electric motor and the mechanical 
part of the electric drive.

Lowering the voltage at the output of the IG leads to the 
value of the asymmetry coefficient, calculated by the ex-
pression:

2
2 2

2 2 2 2

2

1

1
3 4 ,

12

BC CA BC CA

AB BC AB

AB AB

U U U U
U U U U

U U

     − −  = ⋅ + ⋅ − + +           

2
2 2

2 2 2 2
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U U

     − −  = ⋅ − ⋅ − + +           

2

2

1

100,
U

U
K

U
= ⋅   (11)

where U1 – positive sequence voltage of the fundamental fre-
quency; U2 – negative sequence voltage of the fundamental 
frequency; K2U – voltage unbalance factor.

5. 2. Results of modeling the start of an induction 
motor from an autonomous induction generator with para-
metric asymmetry

Using the developed mathematical model, an analysis of 
the characteristics of an IG operating at a high saturation of 
the magnetic system is carried out.

Fig. 3 shows the obtained dynamic hysteresis loops.

Using the IG model under load, a study of the 
operation of a generator with a rated power of a 
motor mode of 2.2 kW with excitation from ca-
pacitor banks and an IM with a power of 1.3 kW 
was carried out.

Studies have shown that when the excitation 
capacitance of the IG is less than 80 µF per phase, 
when the capacitors are connected to a star, the 
rotation speed of the IM does not reach the nomi-
nal value. This is due to the fact that an increase in 
the active current in the generator network when 

starting the IM leads to demagnetization of the generator and a 
sharp decrease in the network voltage to zero. With an increase 
in the capacity, the start of the IM becomes possible, while the 
larger the excitation capacity, the less time it takes to start. 
The oscillogram of the voltage and current from the generator 

network at the start of the IM, 
obtained during the simula-
tion, is shown in Fig. 4.

Autonomous power sys-
tems contain induction electric 
motors as drives for various 
mechanisms. Therefore, the re-
quirements for starting induc-
tion squirrel-cage motors of 
comparable power are imposed 
on the generator complex, 
which provides power supply 
to autonomous systems. When 
the induction motor is turned 
on, the switching devices of 
the electric unit or power plant 
should not turn off.

When using generating 
sets in electrical power take-
off installations from the car 
engine, it is required to start 
the electric motors of 50 % of 
the power.

To determine the overload capacity of the IG, taking into 
account the parametric asymmetry, the possibility of direct 
starting of the IM from the IG with capacitor excitation 
is considered. With a stationary rotor, the IM represents a 
small active-inductive resistance for the power grid, deter-

Fig. 2. Block diagram of the mathematical model of an induction generator taking into account 
losses in steel
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mined by the active resistances and leakage inductances of 
the stator and rotor circuits. The impedance of the motor 
in short-circuit mode (with a stationary rotor) determines 
the multiplicity of the motor starting current in relation 
to the nominal one. Therefore, knowing the nominal (ϕn) 
and starting (ϕstart) phase displacement angles between the 
current and voltage of the induction motor, it is possible to 
determine the active and reactive conductivity of the motor 
at the moment of its connection to the network.

For a general industrial IM, during start-up up to crit-
ical slip, sinϕstart is close to unity, while sinϕstart=0.4...0.5. 
Thus, during the start-up process, the engine is a large 
inductive load and loads the autonomous generator with 
reactive power.

For IG, this power is demagnetizing and must be compen-
sated for by the capacitive reactive power of the excitation ca-
pacitors. If the capacitance of the capacitors is not enough, then 
the generator is de-excited for two or three periods of current.

To maintain the IG self-excitation mode, a balance of ac-
tive and reactive powers of the generator and load is required.

According to [4], the algebraic sum of the reactive pow-
ers of the autonomous system IG – the load is equal to:

1

0.

n

k
k

Q
=

=∑

In the general case, the reactive power of the capacitor 
banks is equal to the sum of the reactive powers of the gen-
erator and the load:

2

tg tg ,c g n g g n n

c

U
Q Q Q P P

x
= = + = ⋅ ϕ + ⋅ ϕ  (12)

where Uc – linear voltage module at the terminals of the 
capacitor bank, which is determined by the voltage at the 
IG terminals (Uc=Ug); Рg, Рn – rated active power of the 
generator and its load.

Fig. 4. Curves of voltage: a – stator current of an induction generator; b – and the stator current of the induction generator; 

c – at start-up
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From equation (12) it can be seen that the number of 
capacitors is mainly determined by the power factor of the 
load, which must be provided by the induction generator 
complex.

For real loads of autonomous objects cosϕn lies in the 
range of 0.6...1.0. As studies have shown, with such a 
nominal load power factor in the process of starting the 
electric motor in the power system, first of all, the balance 
of reactive power of the generator and the engine is dis-
turbed. Thus, the maximum power of the motors started 
from the IG is determined from the equation for the bal-
ance of reactive conductivity:

2

0 tg

,
tg

c
g g

M

start

U
C P

K
P

µ

 
⋅ω ⋅ − ⋅ ϕ 

 
=

ϕ
 (13)

where ω0=2πfc – cyclic frequency of voltage fluctuations in 
the stator winding, Kμ – coefficient that takes into account 
the reduction in the consumption of reactive current by 
the generator during a voltage drop during the start of the 
IM, Cmax – maximum value of the capacitance connected 
to the IG.

Fig. 5 shows a graph of the required power of the induc-
tion generator depending on the power of the connected 
motor under various operating modes.

For real values of the parameters of induction machines 
of various designs, the value of the ratio of the power of the 
started engine and the generator lies within:

0.5 0.7.
M

G

P
p

P
= ≈ ÷

Also, the parametric asymmetry in the stator windings of 
the IM also affects the value of the required power of the IG.

In Fig. 6, using equation (13), graphs of the required 
power of the IG are presented for various types of parametric 
asymmetry in the windings of induction machines.

The ideal three-phase voltage was first used as a power 
supply, and then - power supply from the IG with parametric 
asymmetry.

Fig. 7 shows the obtained graphs of transient processes 
(start, surge in rated load) at ideal and distorted voltage.

The presence of harmonic components in the IM supply 
leads, as can be seen, to the occurrence of torque pulsations 
(7–10 %).

The hodograph of the IM moment during one revolution 
has the form shown in Fig. 8.

The instantaneous values of the IM stator currents ob-
tained in the considered example in the steady state have the 
form shown in Fig. 9.

In accordance with the graphs, due to the asymmetry of the 
output voltage, the amplitude of the oscillations of the electro-
magnetic moment increases by 18 %. With an unbalance ratio 
of 3.72 %, the stator phase A current increased by 23 %.

Fig. 5. The required power of the induction generator, 

depending on the power of the connected motor under 

various operating modes (excitation capacity – 240 μF):  

1 – during start; 2 –- steady state
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Fig. 6. The required power of the induction generator, 

depending on the unbalance factor for: 1 – during start;  

2 – steady state
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and load surge: a – when ideal power supply; b – when 

powered by an induction generator with parametric asymmetry
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5. 3. Development of a thermal model of the “induc-
tion generator-induction motor” system with asymmetry 
in the stator windings

Analytical studies of the thermal state of an IM when 
powered by an autonomous IG with parametric asym-
metry in the stator windings were carried out using an 
equivalent thermal circuit (ETC) [32–34]. Sufficiently 
accurate results in the study of thermal processes in in-
duction machines can be obtained using a thermal model 
consisting of three bodies [35–37]. The first is the stator 
winding, the second is the stator steel and the frame, the 
third is the rotor [37]. The three-mass thermal substitu-
tion model is valid for self-ventilated induction machines. 
Therefore, to compile a thermal model, an equivalent 
thermal equivalent circuit was built. Shown in Fig. 10 the 

thermal equivalent circuit of an induction motor is drawn 
up for this representation.

The system of differential equations describing the ther-
mal state of the machine according to Fig. 10:

( ) ( )

( ) ( )

( ) ( )

1

1 1 1 1 12 1 2 13 1 3

2

2 2 2 2 12 1 2 23 3 2

3

3 3 3 3 23 3 2 31 3 1

;

;

.

d
С P

dt

d
С P

dt

d
С P

dt

τ = ∆ − λ τ − λ τ − τ − λ τ − τ 


τ = ∆ − λ τ − λ τ − τ − λ τ − τ 


τ 
= ∆ − λ τ − λ τ − τ − λ τ − τ 

 (14)

The notation in the system of equations is as follows:
– τ1, τ2, τ3 – temperature rise of the stator, steel and rotor 

windings above the ambient temperature;
– ΔP1, ΔP2, ΔP3 –heat output;
– C1, C2, C3 – heat capacity of bodies;
– λ1, λ2, λ3 – thermal conductivity from the stator, steel 

and rotor windings into the environment;
– λ12, λ13, λ23 – thermal conductivity between bodies.
The active power losses in the stator and rotor windings 

were determined according to [38–40]. The magnetic losses 
caused by the phenomenon of hysteresis and eddy currents in 
the stator core were estimated according to expression (10).

The results of calculating the temperature rises of the 
winding, rotor and steel of an induction electric motor 
4AM90L4U3 as a function of time at rated load are shown 
in Fig. 10.

It is found that the motor of the AOL2-31-4 type reaches 
the steady-state value of the overheating temperature of the 
stator winding 90...100 minutes. To determine the value 
of the overheating temperature with an asymmetry of the 
supply voltage, let’s take the setting of a practically heated 
state of 95 minutes.

Fig. 8. Hodograph of the moment of the induction generator: a – when ideal power supply; b – when powered by an induction 
generator with parametric asymmetry
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Fig. 9. Stator currents of an induction generator: a – when 
ideal power supply; b – when powered by an induction 

generator with parametric asymmetry
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Research has been carried out on heating the stator 
winding of an IM with a rated load with an asymmetry of the 
supply voltage K2U=0.94 % and K2U=4.04 %.

From Fig. 12, 13 it is possible to see that the shape of 
the heating curves of the stator winding and the IM steel 
depends on ε. With an increase in the coefficient ε, there is 
an increase in the asymmetry coefficient, the rate of rise of 
the winding temperature and the temperature of the steel, 
the values of which may exceed the maximum permissible 
values [41–44].

The comparison of the results of the experimental deter-
mination of the average temperature rise with the analytical 
calculation is done (Table 1). For this, according to the 

previously described method, the overheating of the stator 
winding of the IM is determined, taking into account the 
presence of parametric asymmetry in the stator windings of 
the IG and IM.

Table 1

Comparison of the results of an experimental and analytical 
study of the influence of supply voltage asymmetry on 

the average temperature rise of the stator winding of a 
4AM90L4U3 motor

No. K2U, % Texp, °С Tdif, °С Error, %

1 0 83,47 82,1 1,64

2 0,91 85,52 86,92 1,637

3 3,732 98,13 93,69 4,52

4 9,12 211,97 221,33 4,41

5. 4. Development of a regression model of the “induc-
tion generator-induction motor” system with asymmetry 
in the stator windings

To study the factors affecting thermal processes and 
the quality of electricity in the “induction generator-in-
duction motor” system with asymmetry in the stator 
windings, the theory of experiment planning was used. 
The use of experimental planning methods allows one 
to obtain the necessary regression model of the process 
under study [45–47]. Due to the large number of variable 
factors, the use of a full factorial experiment (FFE) will 
lead to a large number of necessary experiments. It is 
possible to reduce their number without significant loss 
of significant information about the process under study 
by using a fractional factorial experiment (FrFE). It is 
advisable to use FrFE with the number of factors from 
three or more, if for economic or any other reasons it is 
unprofitable to produce.

The fractional rotatable compositional plan consists of 
three parts: the core of the FrFE 2k-p design (here k – the 
number of factors, p – the number of interactions of factors), 
“star” points with coordinates (±α, 0...0), (0, ±α, ..0), …,  
(0, 0... ±α) by the number of 2k and n points in the center of 
the plan with coordinates (0, 0...0).

Number of trials (with two trials in the center of the plan):

–1

0
2 2· 2 32 2·6 2 46.

k
N k= + + = + + =   (15)

The matrix for planning a fractional factorial experiment 
of the type 2k–1 and its results are presented in Table 2.

The significance of the model coefficients was deter-
mined using the p-level and is shown on standardized 
Pareto charts (Fig. 14). The standardized Pareto charts 
shown in Fig. 14, allow to establish significant factors. The 
intersection of the standardized effects with a vertical line, 
which represents the 95 % confidence level, means that the 
influence of factors on the response function is statically 
significant.

The greatest effect on the level of the voltage unbalance 
coefficient is exerted by the linear effects of the coefficients, 
which take into account the asymmetry in the electrical 
circuit of the IG stator and the quadratic interactions of the 
coefficients. In this case, the “plus” sign on the Pareto charts 
indicates an increase in the stress unbalance coefficient with 
an increase in the factor (Fig. 14, a).

Fig. 11. Heating curve of the windings of an induction motor 
of type 4AM90L4U3 in nominal conditions:  

1 – stator; 2 – rotor, 3 – steel
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Fig. 12. Heating curves τ1=f(t), τ2=f(t) and τ3=f(t) at 
K2U=0.94 % (ε=0.8) for the 4AM90L4U3 electric motor
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From the Pareto map for the excess of the temperature of 
the stator winding of the IM (Fig. 14, b), it can be seen that of 
the main components, the linear effects of the coefficients, tak-
ing into account the asymmetry in the electrical circuit of the 
stator of the IG and IM, turned out to be statistically signifi-
cant. The rest of the factors turned out to be weakly significant.

After excluding statistically insignificant coefficients, 
mathematical models of the second order in natural form, 

describing the dependence of the temperature rise of the IM 
stator winding (T) and the voltage unbalance factor (K2U) 
on the coefficients that take into account the asymmetry in 
the electric circuit of the stator of induction machines, will 
take the form:

2

2

2

55.9345 47.1848 21.805

19.3556 0.120733 7.19 ,65

U A A

A B A A B

K

C

= − ε + ε −

− ε ε + ε + ε  (16)

Table 2

Planning matrix and experiment results

No. εA εB εdA εdB CA CB K2U T

1 1.0 1.47568 1.0 1.0 300.0 300.0 2.182 83.49

2 0.8 0.8 1.2 0.8 320.0 280.0 1.098 87.13

3 1.2 1.2 0.8 1.2 320.0 280.0 3.732 80.72

4 0.8 0.8 0.8 1.2 320.0 280.0 0.3071 86.95

5 1.2 1.2 1.2 1.2 320.0 320.0 4.262 93.69

6 1.0 1.0 0.524317 1.0 300.0 300.0 0.5564 69.38

7 0.8 1.2 1.2 1.2 280.0 320.0 3.845 98.39

8 0.8 0.8 1.2 1.2 320.0 320.0 0.2597 101.4

9 0.8 0.8 1.2 0.8 280.0 320.0 0.1822 87.1

10 1.2 1.2 0.8 0.8 320.0 320.0 4.195 72.21

11 0.8 1.2 0.8 1.2 280.0 280.0 3.562 85.32

12 1.2 1.2 0.8 0.8 280.0 280.0 2.918 71.36

13 1.0 1.0 1.0 0.524317 300.0 300.0 2.31 69.91

14 1.2 0.8 1.2 0.8 280.0 280.0 4.33 84.83

15 1.2 1.2 1.2 0.8 320.0 280.0 5.032 82.01

16 1.2 0.8 0.8 0.8 280.0 320.0 3.578 74.51

17 1.2 1.2 1.2 0.8 280.0 320.0 3.408 82

18 1.2 0.8 0.8 1.2 320.0 320.0 4.444 84.3

19 1.2 0.8 0.8 0.8 320.0 280.0 5.137 75.54

20 1.0 1.0 1.0 1.0 300.0 252.432 1.723 84.82

21 0.8 1.2 1.2 0.8 320.0 320.0 2.23 85.31

22 0.8 0.8 0.8 0.8 320.0 320.0 0.3307 76.48

23 1.2 0.8 1.2 1.2 280.0 320.0 3.426 97.48

24 0.8 0.8 1.2 1.2 280.0 280.0 0.5632 101

25 1.0 1.0 1.0 1.0 300.0 300.0 1.435 84.57

26 1.0 1.0 1.0 1.47568 300.0 300.0 0.8714 96.66

27 1.0 1.0 1.0 1.0 347.568 300.0 2.774 84.92

28 1.0 1.0 1.0 1.0 300.0 347.568 1.355 84.9

29 0.8 1.2 1.2 0.8 280.0 280.0 2.457 84.96

30 0.8 1.2 0.8 0.8 280.0 320.0 3.519 74.9

31 1.2 1.2 1.2 1.2 280.0 280.0 2.912 93.09

32 1.2 0.8 1.2 0.8 320.0 320.0 5.608 85.31

33 1.2 0.8 0.8 1.2 280.0 280.0 3.168 84.17

34 0.8 0.8 0.8 0.8 280.0 280.0 0.4459 76.31

35 1.0 1.0 1.47568 1.0 300.0 300.0 1.909 97.25

36 0.8 1.2 0.8 0.8 320.0 280.0 2.024 74.19

37 1.2 0.8 1.2 1.2 320.0 280.0 5.021 98.03

38 1.0 1.0 1.0 1.0 252.432 300.0 0.534 84.8

39 0.524317 1.0 1.0 1.0 300.0 300.0 5.275 91.53

40 0.8 1.2 0.8 1.2 320.0 320.0 3.227 85.49

41 0.8 1.2 1.2 1.2 320.0 280.0 2.322 97.72

42 1.0 1.0 1.0 1.0 300.0 300.0 1.438 84.56

43 1.2 1.2 0.8 1.2 280.0 320.0 2.245 81.12

44 0.8 0.8 0.8 1.2 280.0 320.0 1.232 87.17

45 1.47568 1.0 1.0 1.0 300.0 300.0 6.906 83.06

46 1.0 0.524317 1.0 1.0 300.0 300.0 3.388 91.26
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2 2

86.3239 16.8743 20.9334

26.3988 36.9755 12.5491

8.36719 2.88281

9.55469 12.9027

3.89844 3,66406

5,04 5.17259 .

A B

dA dB A

A B A dA

A dB B

B dA B dB

dA dB

T = − ε − ε +

+ ε + ε + ε −

− ε ε − ε ε −

− ε ε + ε −

− ε ε − ε ε −

− ε − ε  (17)

The performance of the model is confirmed by a high co-
efficient of determination R2, equal to 90.47 % for the volt-

age unbalance coefficient and 99.93 % for the temperature 
rise of the IM stator winding.

Fig. 15 shows the response surfaces of the dependent 
variable – the voltage unbalance coefficient and the tem-
perature rise of the stator winding of an induction motor 
depending on the most significant factors (with fixed values 
of the remaining factors) for natural designations of factors. 
The graphs in Fig. 15 one of the factors fixes and changes the 
values of the other two factors, therefore, the response sur-
faces allow one to see not only the influence of an individual 
factor on the output value, but also their paired interaction.

Fig. 14. Pareto chart: a – for voltage unbalance coefficient; b – for power consumption
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The response surface shown in Fig. 15, a, indi-
cates a significant difference in the dependence of 
the asymmetry coefficient on the coefficient taking 
into account the asymmetry in the electrical circuit 
of phases A and B of the IG stator. The intensity of 
the change in the asymmetry coefficient from the 
coefficient taking into account the asymmetry in 
the electrical circuit of phase A is greater than from 
the change in the coefficient taking into account the 
asymmetry in the electrical circuit of phase B.

Fig. 15, b shows the response surfaces of the 
dependence of the asymmetry coefficient on the co-
efficient taking into account the asymmetry in the 
electric circuit of phases A and B of the IG stator. A 
pronounced directly proportional dependence within 
the factor space shows that with an increase in the 
coefficient taking into account the asymmetry in the 
electrical circuit of phases A and B of the stator, the 
temperature of the windings decreases.

To find the influence of the rate of increase of sig-
nificant factors on the response function, the partial 
derivatives of the obtained regression equations (16), 
(17) were determined and the corresponding depen-

dencies were constructed (Fig. 16–18). Partial differential 
equations are required when the described behavior of the 
system is a function of more than one variable.

Fig. 15. Response surface: a – characterizing the 
dependence of the voltage unbalance coefficient; 
b – temperature rise of the stator winding of the 
induction motor; on the coefficients that take into 

account the asymmetry in the electrical circuit of the 
stator of an induction generator

a

b

Fig. 16. Dependence of the rate of rise of the function of the voltage 
unbalance coefficient on the coefficients that take into account the 

unbalance in the electrical circuit of phases A and B of the stator of an 
induction generator

Fig. 17. Dependence of the rate of rise of the function of the 
temperature rise of the stator winding of an induction motor on the 
coefficients that take into account the asymmetry in the electrical 
circuit of phases A and B of the stator of the induction generator

Fig. 18. Dependence of the slew rate of the function of the 
temperature rise of the stator winding of an induction motor on the 
coefficients that take into account the asymmetry in the electrical 

circuit of phases A and B of the stator of an induction motor



Energy-saving technologies and equipment

79

6. Discussion of the results of the study of processes in an 
induction motor when powered by an induction generator

From Fig. 5 it follows that an increase in the asymmetry 
factor in the steady state is a significant decrease in the power 
of the IG, which is necessary to supply the IM. In this case, 
the amount of generator power required to start the engine 
practically does not depend on the asymmetry of the stator 
windings. Based on the study of the operation of the IG on 
the network with a motor load, it can be argued that in the 
IG network, with an increase in the capacity of the capacitors, 
it is possible to start an induction motor with a power of not 
more than 60 % of the generator power. This conclusion was 
also confirmed in the course of the experiment.

Calculations made on the basis of an induction ma-
chine type AOLS2-21-4 with the following parameters: 
cosφG=0.8; cosφH=0.8; Kμ=1.5; cosφD=0.8; cosφstart=0.45, 
C=240 μF, gave the value of the required power of the induc-
tion generator Pr=2.22 kW at start and Pr=1.67 kW when 
operating in a steady state. The practical significance of the 
results obtained lies in the possibility of wide application of 
the results obtained for the complex solution of the problems 
of reliable and efficient autonomous power supply of agricul-
tural consumers.

Taking into account the results of the study and the 
characteristics of agricultural consumers and their modes 
of operation, an induction generator can be recommended 
as a source of electrical energy in autonomous power supply 
systems.

The analysis of the obtained characteristics of the IM op-
eration showed that the poor quality of the IG output voltage 
causes an increase in the stator current, and, accordingly, an 
increase in losses and a decrease in the efficiency of the mo-
tor. In this case, there is an increase in “heating” losses due 
to poor quality of the supply voltage, which is determined, 
as is known, by the state of the motor and the power supply.

Analysis of the dependencies shown in Fig. 12, 13 shows 
that the heating rates of the electric motor units at the ini-
tial heating moment differ significantly. So, the heating rate 
of steel at the initial moment significantly lags behind the 
heating rate of the winding. Studies have shown that the 
asymmetry of the output voltage of an induction generator 
can reach 3–10 % (which is higher than the permissible 2 %) 
and causes overheating of the stator windings in excess of 
the maximum permissible values.

As follows from the Table 1, the error between the re-
sults of the experimental and analytical studies does not 
exceed 5 %. Thus, it is possible to draw a conclusion about 
the adequacy of the proposed methodology for determining 
the effect of reducing the quality indicators of the supplying 
electricity using a generalized thermal model.

The developed mathematical model of the thermal state 
of the IG-IM system differs from the existing models by 
taking into account the quality of the supply energy from 
the point of view of thermal processes. This makes it possible 
to estimate the real heating of the stator winding insulation 
and, accordingly, the real life of its service. The influence on 
the heating of the phase windings of the stator of the IM and 
the quality of the generated voltage is determined not only 
by deviations from the passport parameters of the motor 
itself, but also by the power source, in particular IG with 
capacitor excitation.

The analysis of the response surfaces showed that with 
an increase in the coefficient taking into account the asym-

metry in the electric circuit of the stator phases in the steady 
state, there is a decrease in the temperature of the stator 
windings, which must be taken into account when designing 
generating systems based on IG. A change in the parameters 
of the unbalance of the stator of induction machines can 
cause a large voltage drop in the generator, a decrease in the 
stability of the IM operation, and, therefore, lead to demag-
netization of the IG when starting motors of relatively high 
power.

Analysis of Fig. 16 shows that the rate of change of the 
voltage unbalance coefficient depends more on the coeffi-
cient that takes into account the unbalance in the electrical 
circuit of phase B than on the coefficient that takes into ac-
count the unbalance in the electrical circuit of phase A, the 
greatest influence is exerted by the parametric asymmetry of 
the B phase of IG. In this case, with an increase in the values 
of the coefficients taking into account the asymmetry in the 
electrical circuit, their influence becomes comparable.

The partial derivatives ( )
2 ,U

A B
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∂ε ε

 ( )A B
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∂ε ε

 and ( )A B

T∂
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relative to εA and εB, respectively, show the rate at which the 
temperature rise of the IM stator winding changes, if the co-
efficient taking into account the asymmetry in the electrical 
circuit of the phases A and B of the IG stator, respectively, 
changes, and the remaining coefficients remain unchanged. 
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From Fig. 17 it is possible to see that the graph of depen- 

dence 
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on εB is slightly higher than the graph of depen- 
 
 
dence 

A

T∂
∂ε

 on εA, this means that the speed, with a change in 

the temperature rise of the stator winding of the IM, is more 
strongly influenced by the coefficient that takes into account 
the asymmetry in the electrical circuit of the phase B of the 
IG stator – εdB than the coefficient that takes into account 
the asymmetry in of the electrical circuit of the phase A of the 
stator IG – εdA.

Similarly, from Fig. 18 it is possible to see that the graph  
 
(or straight line) of dependence 

dB

T∂
∂ε

 on εdB is slightly high-

er than the graph of dependence on εdA, which means that 
the rate of change in the temperature rise of the IM stator 
winding is more influenced by the coefficient that takes into 
account the asymmetry in the electrical circuit of phase B 
of the IM stator – εdB than the coefficient that takes into 
account asymmetry in the electrical circuit of the phase A of 
the stator of the IM – εdA.

The results obtained make it possible to determine the 
most significant factors that affect the temperature pro-
cesses occurring in the IM when powered by the IG as part 
of an autonomous electric power plant used in agricultural 
activities. Equations (16), (17) can be used when carrying 
out a comprehensive assessment of the thermal state of 
the IM at various parameters of asymmetry in the stator 
windings.

Despite its versatility, the method also has significant 
limitations. The resulting model does not allow taking 
into account unpredictable local damage to the windings 
of induction machines, arising from long-term operation or 
repair. That is why the actual direction of further research 
can be considered the improvement of the mathematical 
apparatus without a significant increase in the input factors 
for leveling its complexity in practical use.
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7. Conclusions

1. A mathematical model of an autonomous induction 
generator with capacitor excitation has been developed 
when a motor load is connected, taking into account losses 
in steel and parametric asymmetry in the stator windings. 
The model makes it possible to comprehensively study elec-
tromagnetic and electromechanical processes under various 
operating modes, including abnormal and emergency modes, 
the implementation of which on a physical model is difficult 
or impossible, for example, the influence of parametric asym-
metry on the quality of the output voltage of an induction 
generator, asymmetric loads, emergency modes.

2. The work of an induction generator on consumers 
with a motor load has been investigated and the starting 
conditions have been determined for various values of 
asymmetry in the stator winding of induction machines. It 
has been found that in transient modes of operation of an 
induction generator, the parametric asymmetry of its wind-
ings manifests itself in a change in the amplitude values of 
currents (up to 30 %). These factors can be used as diagnos-
tic indicators to monitor such deficiencies in the generator. 
The influence of the asymmetry of the output voltage of 
the induction generator on the dynamic characteristics of 
the induction motor is expressed, first of all, in an increase 
in the amplitude of the oscillation of the dynamic electro-
magnetic torque (15–20 %). This negatively affects the 
operation of both the engine itself and the technological 
mechanism in which it is used.

3. On the developed thermal mathematical model, which 
takes into account the coefficient of asymmetry of the stator 
windings of induction machines, the study of the influence of 
the asymmetry of the output voltage and its deviation from 
the nominal value on the heating of the connected induction 

motor was carried out. Studies of thermal processes in an 
induction motor when powered by an induction generator 
have shown that the asymmetry of the output voltage of an 
induction generator can reach 3–10 % (which is higher than 
the permissible 2 %) and causes overheating of the stator 
windings in excess of the maximum permissible values.

4. Equations were obtained for the temperature rise of 
the stator winding of an induction motor and the coefficient 
of unbalance of the voltages of the induction generator as a 
function of the coefficients of parametric unbalance in the 
stator windings of the induction generator. An increase in 
asymmetry in the stator phases of an induction generator 
and an induction motor by 47.5 % entails an increase in the 
temperature of the stator winding by 13.9 %. The created 
regression model made it possible to determine the most 
rational combination of factors affecting the heating of their 
stator windings and the quality of the output voltage of 
the induction generator. On the basis of the equations, the 
asymmetry coefficient in the electric circuit of the stator 
phase of an induction generator and an induction motor can 
be determined, in which the stator windings of machines will 
not overheat above the maximum permissible temperature 
values of the corresponding insulation classes. These depen-
dencies make it possible to correctly configure the systems 
of a variable speed drive when powered from energy sources 
with induction generators, taking into account the asymme-
try of their characteristics.
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