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Abstract

This paper proposes the employment of Static Synchronous Compensator (STATCOM) in reactive power compensation 
to enhance the Fault Ride-Through (FRT) capability and improve the dynamic performance of a grid-connected PV/wind 
hybrid power system during the transient grid disturbances. The hybrid power system consisting of 9 MW Doubly Fed 
Induction Generator (DFIG)-based wind farm and 1 MW PV station is integrated with 100 MVAR STATCOM at the Point of 
Common Coupling (PCC) bus. The dynamic performance of the PV/wind hybrid power system with the proposed STAT-
COM controller is analyzed and compared with another FRT control strategy during a grid voltage sag. The FRT control 
strategy is based on the injection of reactive power from the hybrid system to enhance the FRT capability during the grid 
faults, and also activation of the outer crowbar protection system to protect the DFIG. On the other hand, the proposed 
STATCOM controller adjusts the PCC bus voltage during the grid disturbances by dynamically controlling the amount of 
reactive power injected to or absorbed from the electrical grid. Modeling and simulation of the proposed hybrid power 
system have been implemented using MATLAB/SIMULINK software. The e�ectiveness of both the proposed STATCOM 
controller and the FRT control strategy is evaluated during a 50% grid voltage sag. The simulation results illustrate that 
the STATCOM controller decreases signi�cantly the level of voltage drop during the voltage sag, maintains the injected 
active power from the PV station at its rated value, and protects e�ectively the PV DC-link voltage from overvoltage. 
Moreover, when the STATCOM controller is employed, the injected active power from the wind farm is improved consid-
erably and the oscillations of the DFIG rotor speed are reduced e�ciently during the fault. Furthermore, the comparison 
con�rms the superior dynamic performance of the STATCOM controller in enhancement the FRT capability as compared 
with the FRT control strategy.
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List of symbols

Ipv, Vpv  Output current and output voltage of the 
PV panel

Iph, Io  Photocurrent generated by light and 
reverse saturation current through the 
diode

Rs, Rsh  Series resistance and shunt resistance
n, k  Ideality factor of the cell and the Boltz-

mann constant (1.38 × 10−23 J/K)

T, q  PV cell temperature and the electron 
charge (1.602 × 10−19 C)

d, q  Subscribe d–q axis components in the 
synchronously rotating reference frame

Vd-inv, Vq-inv  d–q axis components of inverter voltage in 
the synchronously rotating reference frame

Vd, Vq  d–q axis components of grid voltage in the 
synchronously rotating reference frame
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ωe  Rotation speed of the d–q synchronous ref-
erence frame with respect to the stationary 
axis

Id, Iq  d–q axis components of inverter current in 
the synchronously rotating reference frame

Rf, Lf  Resistance and inductance of the PV sta-
tion �lter

Vdc1, Vdc1-f  The DC-link voltage before and during the 
grid voltage sag

Vf, Ig  RMS value of phase grid voltage during 
voltage sag and injected current from PV 
station

C1, ∆t  PV DC-link capacitor and duration of grid 
voltage sag

Pmech. Pe  Mechanical power of the wind turbine and 
the electrical power of the DFIG

Vw, Cp  The wind velocity and performance coef-
�cient of the wind turbine

λ, β  Tip speed ratio of the rotor blade and the 
blade pitch angle

ρ, At  Air density and the area swept out by tur-
bine blades

Hg, δ, ωs  Inertia constant, rotor angle, and synchro-
nous speed of the DFIG

s, r  Denote the stator and rotor windings, 
respectively

V, i, λ, p  Subscribe voltage, current, �ux linkage and 
number of pole pairs, respectively

R, L, Msr  Resistance, self-inductance and mutual 
inductance of stator and rotor windings

ωs, ωr  Stator electrical angular speed and rotor 
mechanical angular speed

Vs, Vs-o, δs  Fault-on and pre-fault stator voltage, and 
damping coe�cient

ims, σs  Stator magnetizing current and stator leak-
age factor

idg, iqg  d–q axis components of the GSC current
Vdc2, C2  DC-bus voltage and DC-bus capacitor
m, ior, Lchoke  Stator modulation factor, DC-Bus current of 

RSC and inductance of DFIG �lter
Vg, Vst  Grid voltage and STATCOM voltage
α  Phase angle between STATCOM voltage 

and grid voltage
Xtr  Leakage reactance of coupling transformer 

between VSI and the grid

1 Introduction

Nowadays, the continuous growth of the electrical energy 
demand and the quick depletion of conventional energy 
resources have necessitated an imperative search for 
renewable energy resources as alternative energy sources. 

Of the many renewable energy sources, PV energy and 
wind energy have been considered as the most promising 
sources toward meeting the permanent increase of the 
energy demand. The penetration level of the PV systems is 
currently signi�cant and its usage is expected to increase 
globally due to the declined PV cell price and advanced 
power electronics technology. Also, wind energy is consid-
ered to be the most vital and promising renewable energy 
resource since being clean, global and can be harvested 
with large power capacity. However, wind energy and PV 
energy are not completely trustworthy and have some dis-
advantages such as they are unpredicted in nature and 
immensely depend on the variations of the environmen-
tal conditions such as solar irradiation and wind speed. 
Hence, the combination of PV energy and wind energy as 
a PV/wind hybrid generating power system can mitigate 
their individual variations, increase overall output energy, 
and inject more reliable power with greater quality into 
the electrical grid [1]. On the other hand, the increased 
penetration of the grid-connected PV/wind hybrid power 
systems has raised several concerns related to its dynamic 
performance during the grid voltage sag and the transient 
grid faults [2]. Recently, the national grid codes require 
that all grid-connected generation power plants (PV sta-
tions and wind farms) should have the capability of FRT 
in order to enhance its dynamic behavior during the grid 
faults. The FRT capability means that all generation power 
systems must remain connected to the electrical network 
during the transient grid faults and simultaneously inject 
reactive power to support the grid voltage, and also imme-
diately resume the generated active power after fault 
clearance [3, 4].

Nowadays, several literatures have been carried out 
in the area of FRT capability enhancement for grid-con-
nected generation power systems during the grid dis-
turbances [5–7]. Among them, Al-Shetwi [5], presented a 
comprehensive review of several FRT strategies and con-
trollers for grid-connected PV power plants under the grid 
fault conditions. In [8], the paper introduced a comprehen-
sive Low Voltage Ride-Through (LVRT) capability control 
strategy for a single-stage inverter-based grid-connected 
PV power station. The employed control system ensures 
the reactive power support through the reactive current 
injection according to the standards grid codes require-
ments as soon as the grid voltage sag is detected. Also, 
the proposed control strategy eliminates the problems 
related to ac over-current and dc-link over-voltage that 
may cause disconnection or damage to the inverter under 
the grid faults. Also, Joshi [9], implemented adaptive con-
trol strategies in 100 kW grid-connected PV power plants 
to control active and reactive power during normal and 
abnormal grid conditions. Moreover, with respect to the 
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detection of voltage sag in the grid-connected PV power 
stations for LVRT capability control, two automatic fault 
detection methods are addressed in [10]. These methods 
are the Root Mean Square (RMS) that based d–q compo-
nents of the grid voltage and the positive sequence volt-
age. These approaches are utilized to determine the volt-
age sag depth in order to regulate the required reactive 
current to be injected according to the LVRT grid codes 
requirements.

Furthermore, Hossain [6], proposed three nonlinear 
controllers to generate the appropriate resistance of Vari-
able Resistive Fault current Limiter (VR-FCL) in order to 
enhance the transient stability of a large-scale grid-con-
nected hybrid power system. The hybrid power system 
consisting of 50 MW PV plant, 60 MW DFIG-based wind 
farm, and 100 MVA synchronous generator. The e�ective-
ness of the proposed control strategies in augmentation 
of the dynamic stability of the hybrid power system has 
been evaluated during symmetrical and unsymmetrical 
faults in the grid. In [7], the paper proposed an e�cient 
control strategy to enhance the FRT capability of a hybrid 
power system consisting of 1 MW PV station and 9 MW 
DFIG-based wind farm during balanced and unbalanced 
grid faults. The proposed FRT control strategy based on 
modi�cation of the control scheme so that inject reactive 
power during the faults and activation of the outer crow-
bar protection system to protect the DFIG.

Today, Flexible AC Transmission Systems (FACTS) 
devices like STATCOM, SVC, and UPFC can be employed 
for ensuring the power quality and the FRT capability 
of the grid-connected renewable energy sources and 
the microgrids. Several studies have recommended the 
employment of STATCOM to improve the FRT capability 
and mitigate voltage �uctuations during the grid distur-
bances [11–16]. Among them, Hemeida [15], presented 
a comprehensive comparison between STATCOM and 
SVC for stability improvement of a grid-connected wind 
farm during a three-line-to-ground (3LG) fault. In [17], the 
paper proposed a fuzzy controller-based SVC to enhance 
the voltage stability and LVRT capability a grid-integrated 
wind farm. Also, Döşoğlu [16], discussed the impact of 
STATCOM on FRT capability enhancement of DFIG-based 
wind farm during 3LG fault and double-line-to-ground 
(2LG) fault. Ahsan [11], discussed the impact of the inte-
gration between STATCOM and 12 MW wind farm-based 
Squirrel Cage Induction Generator (SCIG) during normal 
and abnormal conditions. In [12], the paper proposed a 
supercapacitor energy storage system interfaced through 
STATCOM to support the dynamic performance of the DFIG 
wind generation system during symmetrical 3LG fault. 
Noureldeen [13], suggested the utilization of STATCOM 
and supercapacitor to achieve constant active and reactive 
power from 200 MW wind farm during an extreme gust. 

Furthermore, regarding multi-machine power systems, 
Movahedi [14], discussed the e�ects of three FACTS con-
trollers on the transient stability of a multi-machine power 
system consisting of 120 MW PV plant and 200 MW wind 
farm based on DFIG. In addition, Zhou [18], investigated 
the employment of reinforcement learning controllers in 
conjunction with Convertible Static Compensator (CSC) 
to enhance the LVRT capability of a hybrid power system. 
The hybrid power system under study consists of two 
synchronous generators and one DFIG based wind farm. 
Furthermore, Jamil [19], explored the potential impact of 
STATCOM to improve the power transfer quality in a grid-
tied PV-wind energy hybrid system during the presence of 
variable loading conditions.

However, so far, most previous studies have focused on 
FRT capability improvement of single renewable energy 
source connected to the electrical grid. No large-scale 
attempts have yet been made for FRT capability enhance-
ment of large-scale grid-connected hybrid power sys-
tems, where more than one renewable energy source is 
employed. Therefore, the main objective of this study is 
to employ the STATCOM controller to enhance the FRT 
capability and support the dynamic performance of a 
grid-connected PV/wind hybrid power system during the 
transient grid faults. The hybrid power system consisting 
of 9 MW DFIG-based wind farm and 1 MW PV station is 
integrated with 100 MVAR STATCOM through the PCC bus. 
The dynamic performance of the PV/wind hybrid power 
system with the proposed STATCOM controller is analyzed 
and compared with another FRT control strategy during 
a grid voltage sag. The FRT control strategy is based on 
injection of reactive power from the hybrid system to 
enhance the FRT capability during the grid faults, and 
also activation of the outer crowbar protection system to 
protect the DFIG. On the other hand, the proposed STAT-
COM controller adjusts the PCC bus voltage during the 
grid disturbances by dynamically controlling the amount 
of reactive power injected to or absorbed from the electri-
cal grid. The e�ectiveness of both the proposed STATCOM 
controller and the FRT control strategy is evaluated during 
a three-phase grid voltage sag of 50%.

2  Proposed hybrid power system 
with STATCOM

The proposed hybrid power system consists of 9 MW 
DFIG-based wind farm and 1 MW PV station which is 
integrated with 100 MVAR STATCOM at the PCC bus as 
illustrated in Fig. 1. The generated power from the PV/
wind hybrid system is injected into the grid via 1 km 
double circuit transmission lines and 25/120  kV Δ/Y 
step-up transformer. The detailed specifications of the 
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proposed hybrid power system and the STATCOM param-
eters are listed in Table 1. The PV station consists of 660 
parallel-connected PV strings, each PV string formed 
by 5 PV panels connected in series to achieve the rated 
power of PV station (1 MW). Moreover, the PV station is 
equipped with a DC/DC boost converter to extract the 
optimum power during the change of solar radiation and 
it is synchronized with the grid through three-phase DC/
AC inverter [6, 20].

On the other hand, the 9 MW wind farm consists of 
six variable-speed wind turbines from 1.5 MW General 
Electric (GE) wind turbine type [21]. Each wind turbine is 
equipped with DFIG including the Rotor Side Converter 
(RSC) to capture the maximum power during the variation 
of wind speed and the Grid Side Converter (GSC) to regu-
late the exchanged reactive power with the grid. Modeling 
and simulation of the wind farm have been implemented 
using SimPowerSystems toolbox in MATLAB/SIMULINK 
library. Moreover, as shown in Fig. 1, a typical 100 MVAR 
STATCOM is linked with the hybrid power system through 
the PCC bus to enhance the FRT capability and improves 
its dynamic performance during and after the grid distur-
bances. The main objective of the STATCOM controller is to 
regulate the PCC bus voltage during the grid voltage sag 

by dynamically controlling the amount of reactive power 
injected to or absorbed from the electrical grid.

2.1  PV station con�guration

2.1.1  PV system model

The implemented PV Station consists of 5 PV modules 
electrically connected in series to form a PV string and 
a total of 660 PV strings that are connected in parallel 
to reach the rated power (1 MW). SunPower SPR-305-
WHT PV panel with a maximum power of 305.23 W is 
employed for this work [22]. Figure 2 shows the equiva-
lent circuit of the PV system and the corresponding Cur-
rent–Voltage (I–V) characteristics can be expressed as 
follows [23]:

(1)

Ipv = Iph − Id − Ish = Iph − Io

[

exp

(

Vpv + IpvRs

a

)

− 1

]

−

Vpv + IpvRs

Rsh

(2)a =

nkT

q
.

Fig. 1  Con�guration of the proposed PV/wind hybrid power system with STATCOM
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2.1.2  Inverter control strategy

The PV station is provided with the DC/DC boost con-
verter to extract the maximum power during the varia-
tion of solar irradiance and integrated with the PCC bus 
through 3-level, 3-phase Pulse Width Modulation (PWM) 
inverter. The control strategy of the DC/AC inverter is 

illustrated in Fig.  3. Voltage-Oriented Control (VOC) 
strategy is applied to adjust the DC-link voltage at a 
constant value and control the injected reactive power 
to the electrical grid. The inverter voltage in the d–q 
synchronous rotating reference frame can be described 
as follows [24, 25]:

Table 1  Design speci�cations 
of the proposed hybrid 
power system and STATCOM 
parameters

PV station parameters

Rated power of PV station 1 MW

Panel type SunPower SPR-305-WHT

Rated power of PV panel 305.23 W

Number of parallel-connected PV strings 660

Number of series-connected PV panels per string 5

Standard Test Conditions (STC) Gstc= 1000 W/m2, Tstc= 25 °C

Open-circuit voltage of PV panel 64.2 V

Short-circuit current of PV module 5.96 A

Nominal DC-link voltage 500 V

Power factor of the DC/AC Inverter Unity

Wind farm parameters

Rated power of wind farm (Pwind) 9 MW

Wind turbine type General Electric GE

Rated power of wind turbine 1.5 MW

Cut-in wind speed 3.5 m/s

Rated wind speed 11.5 m/s

Cut-out wind speed 20 m/s

Max DFIG rotor speed 1500 rev/min

Generator type DFIG

Stator voltage 575 V

Frequency 60 Hz

Rated DC-bus voltage (Vdc2) 1150 V

Stator resistance (Rs) 0.023 p.u

Rotor resistance (Rr) 0.016 p.u

Coe�cient (C1–C6) [0.1576, 116, 0.4, 5, 21, 0.0068]

STATCOM parameters

Rated power of STATCOM 100 MVAR

Rated frequency 60 Hz

Number of zigzag phase-shifting transformer 4

Primary voltage (zigzag connection) 25/4 kV

Secondary voltage (wye or delta connection) 15 kV

Eq. capacitance 2000 μF

Resistance of zigzag windings 0.05/30 p.u

Inductance of zigzag windings 0.05 p.u

Magnetizing resistance 500 p.u

Magnetizing inductance 500 p.u

Grid parameters

Rated voltage 120 kV

Frequency 60 Hz

S.C level 1000 MVA

X/R 8
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(3)Vd_inv = Vd + Rf Id + Lf
dId

dt
− �eLf Iq

(4)Vq_inv = Vq + Rf Iq + Lf
dIq

dt
+ �eLf Id

The main parts of the DC/AC inverter controller are Phase 
Locked Loop (PLL), DC-link voltage controller, and cur-
rent controller. Figure 3a shows the block diagram of the 
Phase Locked Loop (PLL). The main objective of the PLL is 
to generate the grid voltage angle (θPLL) that utilized for 
abc/d–q transformation and to synchronize the inverter 
output voltage (Vabc-inv) with the PCC bus voltage and the 
grid current [26, 27].

Moreover, the main task of the DC-link voltage controller 
is to maintain the voltage of DC-link at a speci�ed constant 
value (500 V). As shown in Fig. 3b, the actual DC-link voltage 
(Vdc1) is compared with the reference value (Vdc1_ref) and the 
di�erence is applied to PI-controller to adjust the voltage at 
500 V. Then, the output current of the voltage controller is 
utilized as reference d-axis component of inverter current 
(Id_ref) for the inner current controller. During the steady-state 
operation, the DC power generated from the PV panels (Ppv) 
is the same as the AC power injected into the grid (Pg_pv). 

Fig. 2  Equivalent circuit of the PV system

Fig. 3  a Block diagram of the PLL; b control strategy of the DC/AC inverter
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Thus, the power balance sustains the Vdc1 constant at its 
rated value (500 V). However, when a voltage sag occurs in 
the electrical grid, the voltage drop at the PCC bus reduces 
the injected PV station power into the grid from Pg_pv to 
Pg_f. Meanwhile, the MPPT technique implemented on the 
DC/DC boost converter continues to extract the maximum 
power from the PV modules. Therefore, the power di�erence 
between the Ppv and the Pg_f generates a severe increase in 
the DC-link voltage that can be expressed mathematically 
as [28, 29]:

It can be observed from Eq. (6) that the increase of DC-
link voltage during the grid voltage sag depends on the 
magnitude of voltage drop and the fault duration. Further-
more, the current control loop utilizes the Id-ref to maintain 
the DC-link voltage constant at 500 V, while the reference 
q-axis current of inverter voltage (Iq-ref) is set to zero to 
maintain the PV station at unity power factor. Then, the 
Id-ref and the Iq-ref are compared with the d–q axis com-
ponents of the inverter current (Id, Iq) and the errors are 
passed through PI-controllers to create the reference d–q 
axis components of inverter voltage (Vd-ref, Vq-ref). Finally, 
the Vd-ref and the Vq-ref are converted into reference three-
phase voltage (Vabc-ref) that compared with the triangular 
carrier waveform of �xed switching frequency to generate 
the switching pulses for IGBTs switches of the inverter [30].

2.2  Wind farm con�guration

The implemented wind farm consists of six variable-speed 

wind turbines from 1.5 MW General Electric (GE) type [21]. 
Each wind turbine is provided with the DFIG including the 
RSC controller to capture the peak power during the wind 
speed variation and the GSC controller to regulate the 
exchanged reactive power with the grid. Also, the wind farm 
is integrated with the main PCC bus through 0.575/25 kV 
Δ/Y step-up transformer to inject the generated power into 
the electrical grid. The mechanical power captured from the 
wind turbine is stated as follows [31, 32]:

(5)(Ppv − Pg_f )Δt =
1

2
C1

(

V2

dc1_f
− V2

dc1

)

(6)Vdc1_f =

√

2
(

Ppv − 3Vf Ig
)

Δt

C1
+ V2

dc1

(7)Pmech =
1

2
Cp(�, �)�AtV

3

w

(8)Cp(�, �) = C1

(

C2

�i
− C3� − C4

)

e

(

−
C5

�i

)

+ C6�

During the grid voltage sag, all the generation sources 
inject fault current to the faulty node because of the 
severe voltage drop at that node, therefore the generated 
voltage and the injected active power of the wind farm are 
decreased. Thus, the DFIG incurs the instability and may 
lack the equilibrium state according to the swing equation 
as follows [33]:

From Eq. (10), it is clear that during the grid voltage sag as 
the electrical output power from the DFIG becomes lower 
than the input mechanical power, the DFIG su�ers from 
the instability due to the acceleration of the DFIG rotor.

2.2.1  DFIG model under the grid voltage sag

The two-axis fourth-order model of the DFIG in the syn-
chronously rotating reference frame is employed to study 
the dynamic performance under the grid voltage sag. 
The �ux linkage and voltage for the stator and rotor are 
described as follows [34]:

During the normal operating conditions with constant sta-
tor voltage (Vs), the stator �ux linkage (�

s
) remains almost 

constant, therefore the stator dynamics 
(

d�s

dt

)

 can be 

neglected. However, when three-phase voltage sag occurs, 
the stator voltage �uctuates and the �

s
 decreases propor-

tionally to the grid voltage. According to constant �ux link-
age principle, the value of �

s
 divided into to stationary 

portion with respect to the stator (natural component) and 
a rotating portion at synchronous speed (forced compo-
nent). The amplitude of the forced component is propor-
tional to the maintaining voltage, while the natural com-
ponent magnitude depends on the amplitude of voltage 
dip during fault and generates large Electromagnetic 
Force (EMF) in the rotor windings. The stator �ux linkage 
and the rotor dynamics as referred to the rotor reference 
frame can be expressed as follows [34, 35]:

(9)
1

�
i

=
1

� + 0.08�
−

0.035

�3 + 1

(10)
2Hg

�s

d2
�

dt2
= Pmech − Pe

(11)Vs = Rsis + j�s�s +
d�s

dt

(12)Vr = Rr ir + j(�s − p�r)�r +
d�r

dt

(13)�
s
= M

sr
i
r
+ L

s
i
s

(14)�
r
= L

r
i
r
+M

sr
i
s
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From Eq. (18), it can be seen that the induced EMF in the 
rotor windings (er) is severely proportional to the magni-
tude of voltage drop during fault and the pre-fault rotor 
speed. Therefore, the severe voltage drop during the grid 
voltage sag induces high EMF and over-current in the rotor 
windings that may damage the power electronic switches 
of the RSC.

2.2.2  Rotor side converter (RSC) controller

The major task of the RSC is extraction the optimum power 
from the variable-speed wind turbines and regulation the 
DFIG terminal voltage [36]. The stator Flux-Oriented Con-
trol (SFOC) system is employed to perform the decoupled 
control strategy of the RSC. Therefore, the stator active 

(15)�s =
Vs

j�s

e−j(p�r−�s)t +
Vs_o − Vs

j�s

e−jp�r te−�st

(16)Vr = R�
r
ir + j(�s − p�r)L

�

r
ir + L�

r

dir

dt
+ er

(17)R
�

r
= R

r
+ R

s

(

M
sr

L
s

)2

, L
�

r
= L

r
−

M2
sr

L
s

(18)

er =
Msr

j�sLs

[(

−
Rs

Ls
+ j(�s − p�r)

)

Vse
−j(p�r−�s)t

−

(

Rs

Ls
+ jp�r

)

(

Vs−o − Vs
)

e−jp�r te−�st
]

power (Ps) and the electromagnetic torque (Te) can be con-
trolled through iqr, while the stator reactive power (Qs) can 
be adjusted by the idr as follows [37]:

The control strategy of the RSC is described in Fig. 4. The 
q-axis component is utilized for the extraction of the peak 
power from the variable-speed wind turbines during the 
wind speed variation. Hence, the MPPT technique gener-
ates the optimum rotational speed of the DFIG rotor (ωref) 
that compared with the actual rotational speed (ωr) and 
the error is applied to the PI controller to generate the 
reference q-axis component of the rotor current (iqr-ref).

On the other hand, the d-axis component is utilized for 
regulation the DFIG stator voltage, where the reference 
d-axis component of rotor current (idr-ref) is created from the 
voltage regulator control loop. During the normal operation 
conditions, the reference value of the stator reactive power 
(Qref) is imposed to zero in order to maintain the unity power 
factor at the stator terminals of the DFIG [38]. However, 
when the grid voltage sag occurs, the idr-ref is employed to 
regulate the stator voltage and generated from the voltage 

(19)Ps =
3

2

[

−iqsVqs
]

=

3Lm

2Ls

[

iqr�e�ds

]

(20)

Qs =
3

2

[

idsVqs
]

=

3�e

2

[

ids�ds

]

=

3�e�ds

2Ls

(

�ds − Lmidr
)

(21)Te =
3

2

P

2

Lm

Ls

[

iqr�ds

]

Fig. 4  Control scheme of the RSC
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regulator loop after comparing the stator voltage (Vs) with 
the reference value (Vref). Therefore, the DFIG injects reactive 
power to enhance the FRT capability of the wind farm and 
support its dynamic performance during the voltage sag. 
Then, the idr-ref and the iqr-ref are compared with the d–q axis 
components of the measured rotor current (idr, iqr) to cre-
ate the reference d–q axis components of the rotor voltage 
(Vd-ref, Vq-ref). that can be stated mathematically as follows 
[37, 39, 40]:

2.2.3  Grid side converter (GSC) controller

The GSC controller is utilized to maintain the DC-bus volt-
age (Vdc2) constant irrespective of magnitude and direc-
tion of rotor power �ow and regulate the reactive power 
exchanged with the grid. Voltage-Oriented Control (VOC) 
system is used to accomplish the decoupled control strat-
egy of the GSC. Hence, the injected active power from the 
GSC (Pc) and the DC-bus voltage (Vdc2) is adjusted through 
idg, while the injected reactive power from the GSC (Qc) is 
controlled by the iqg as follows [41, 42]:

(22)Vdr_ref = V∗

dr
− (�e−�r)�sLr iqr

(23)Vqr_ref = V∗

qr
+ (�e−�r)

(

L2
m

Ls
ims + �sLr idr

)

(24)Pc =
3

2

(

Vd idg + Vqiqg
)

=
3

2
Vd idg

(25)Qc =
3

2

(

Vqidg − Vd iqg
)

= −

3

2
Vd iqg

Figure 5 illustrates the control strategy of the GSC. The GSC 
controller employs the d-axis component to keep the DC-
bus voltage (Vdc2) constant at 1150 V irrespective of the 
magnitude and direction of the rotor power �ow. There-
fore, the reference d-axis component of the GSC current 
(idg-ref) is generated from comparing the reference DC-bus 
voltage (Vdc2-ref) with the measured value (Vdc2) and apply-
ing the di�erence to PI-controller.

On the other hand, the q-axis component (iqg) is 
employed to control the exchanged reactive power with 
the electrical grid. During the normal operation condi-
tions, the reference q-axis component of the GSC current 
(iqg-ref) is determined at zero value to maintain the wind 
farm at unity power factor. Then, the idg-ref and the iqg-ref 
are compared with the d–q axis components of measured 
GSC current (idg, iqg) and the di�erences are applied to PI-
controllers to create the reference d–q axis components 
of GSC voltage (Vdg-ref, Vqg-ref) that can be described as [41]:

2.3  STATCOM con�guration and control strategy

A typical ± 100 MVAR STATCOM is connected to the elec-
trical grid at the PCC bus as shown in Fig. 1. The main 
objective of the STATCOM controller is to regulate the 
PCC bus voltage by dynamically controlling the amount 
of reactive power injected to or absorbed from the grid. 
Figure 6 shows the equivalent circuit of the STATCOM. 

(26)C
2

dVdc2

dt
=

3m

4

√

2

idg − ior

(27)Vdg_ref = −V∗

dg
+ �eLchokeiqg + Vd

(28)Vqg_ref = −V∗

qg
− �eLchokeidg

Fig. 5  Control scheme of the GSC
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It basically consists of Voltage Source Inverter (VSI) 
based on Gate Turn-Off thyristor (GTO) that generates 
AC voltage with less harmonics, coupling transformer 
between VSI and the grid, and DC-link capacitor which 
acts as a storage system for reactive power compensa-
tion. The active and reactive power transfer between 
the STATCOM and the electrical grid can be expressed 
mathematically as follows [13, 43]:

It can be seen that the active power �ow is dominated 
by changing the phase angle between STATCOM voltage 
and grid voltage (α), while the STATCOM reactive power 
depends on the di�erence between the STATCOM voltage 
and grid voltage. It is clear also from Eq. (30) that when 
a grid voltage sag occurs and the PCC bus voltage (Vg) 
becomes less than the STATCOM voltage (Vst), the STAT-
COM acts as a capacitor injecting reactive power to the 
grid. On the reverse, when the PCC bus voltage is greater 
than the STATCOM voltage, the STATCOM operates as an 
inductor absorbing reactive power from the grid [43].

(29)P = 3

(

VgVst

Xtr

)

Sin(�)

(30)Q = 3

(
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VgVst

Xtr

)

Cos(�) −
V2

g

Xtr

)

2.3.1  Voltage sag detection

The voltage sag detection method is a strategy that 
detects the occurrence of sudden disturbances in the elec-
trical grid such as the transient faults and the voltage dips. 
In this paper, the voltage sag detection method is imple-
mented using the peak value technique based on the 
orthogonal signal generator which employs the quarter 
period (T/4) delay structure. This strategy has many merits 
such as �exibility, fast response, ease in the implementa-
tion [44]. Figure 7 shows the voltage sag detection method 
using the peak value technique that can be expressed 
mathematically as follows:

Furthermore, the national grid codes as such as the E.ON 
Netz grid code proposed by Germany require that all grid-
connected renewable energy generation sources should 
have the FRT capability during the grid voltage sag. The 
FRT capability means that all generation power plants 
(PV stations and wind farms) must remain connected to 
the electrical network during the transient grid faults 
and simultaneously inject reactive power to support the 
grid voltage, and also immediately resume the generated 
active power after fault clearance. Figure 8 illustrates the 
amount of required reactive current during the grid volt-
age sag according to the German grid code [45]. It is clear 
that when the magnitude of grid voltage sag is equal to 
50% of the rated value, the amount of injected reactive 
current should be equal to 1 p.u.

2.3.2  STATCOM con�guration

Figure 9 demonstrates the con�guration of the 48-pulse 
STATCOM that employed to regulate the voltage at the 
PCC bus and enhance the FRT capability of the hybrid 
power system by injecting leading or lagging current to 
the grid. It comprises four 3-phase, 3-level GTO inverters 
coupled with four 3-phase phase-shifting transformers 
introducing a phase shift of ± 7.5°. In this con�guration, the 
STATCOM DC-link is interconnected with the four inverters 

(31)Vm =

√

V2

g
+ V �2

g
=

√

V2

m
sin

2
(�t) + V2

m
cos2 (�t)

Fig. 6  Equivalent circuit of the STATCOM

Fig. 7  Voltage sag detection 
method using peak value 
technique
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and the generated voltages from the inverters are sup-
plied to the secondary windings of the zigzag phase-
shifting transformers that linked in ∆ or Y to neutralize all 

odd harmonics [46]. In addition, the inverter’s pulse pat-
terns are phase-shifted and the primary windings of the 
transformers are connected in series so that the STATCOM 

Fig. 8  Injected reactive current 
during the voltage sag accord-
ing to the German grid code

Fig. 9  Con�guration of the 
± 100 MVAR STATCOM based 
on 48-pulse GTO VSI
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generates a 48-step voltage (Vst) approximating a sin wave. 
The main advantages of this con�guration are the elimina-
tion of harmonic distortion in the STATCOM voltage and 
the prevention of problems related to power quality and 
system harmonic instability [47].

2.3.3  STATCOM control strategy

The control strategy of the STATCOM is implemented as 
illustrated in Fig. 10. It consists of the Phase Locked Loop 
(PLL) that generates the reference angle (θPLL) for abc/
dq transformation and synchronizes the GTO thyristors 
pulses with the grid voltage. In the outer voltage regula-
tor loop, the actual PCC bus voltage (Vg) is compared with 
the reference value (Vref) and the di�erence is applied to 
the PI controller to generate the reference reactive cur-
rent (Iq-ref). Then, the inner current regulation loop com-
pares the injected or absorbed reactive current (Iq) with 
the reference value (Iq-ref) to produce the desired phase 
angle (α) which is the phase shift of the STATCOM voltage 
(Vst) with respect to the grid voltage (Vg) [48]. Also, the con-
duction angle of the 3-level inverters (σ) is �xed to 172.5° 
to minimize the 23rd and the 25th harmonics of gener-
ated voltage from the square-wave inverters. Moreover, 
to eliminate the non-characteristic harmonics, using the 
DC-link voltage regulator, the positive and negative volt-
ages of the DC-link capacitor are forced to maintain equal 
by applying a slight o�set (∆α) on the conduction angles 
(σ) for the positive and negative half-cycles. Finally, the 
�ring pulses generator utilizes the phase angle (α) from 
the current regulator and the output (ω.t) from the PLL 
to generate the 48 pulses for the four GTO inverters [43, 
47]. The STATCOM control strategy can be expressed math-
ematically as follows:

3  Simulation results and discussion

The grid-connected PV/wind hybrid power system under 
study is shown in Fig. 1. During the normal operation 
conditions, the PV station is under the Standard Test 
Conditions (Irradiance (G) = 1000 W/m2 and Temperature 
(T) = 25 °C), and the wind farm is subjected to the rated 
wind speed (11.5 m/s). Therefore, during the steady-state 
operation, the injected active power from the hybrid 
power system is equal to 10 MW divided as 1 MW from the 
PV station and 9 MW from the wind farm. However, under 
low voltage fault conditions, the PCC bus voltage drops 
sharply and generally the injected active power into the 
grid decreases signi�cantly. In this section, the dynamic 
performance of the hybrid power system with the pro-
posed STATCOM controller shown in Fig. 10 is analyzed and 
compared with the proposed FRT control strategy in the 
literature [7]. The proposed FRT control strategy is based 
on the modi�cation of the inverter and RSC controllers so 
that inject reactive power during the faults and also acti-
vation of the outer crowbar protection system to protect 
the DFIG [7]. The e�ectiveness of both the proposed FRT 
control strategy and the STATCOM controller is evaluated 
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Fig. 10  Control scheme of the 
STATCOM
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during a three-phase grid voltage sag of 50% occurring at 
t = 5 s and lasting for 150 ms (9 cycles) [49].

3.1  Dynamic response of the STATCOM controller

In this subsection, the dynamic response of the STATCOM 
controller to the 50% three-phase grid voltage sag is 
investigated. Figure 11a illustrates the dynamic response 
of the STATCOM voltage and the STATCOM current to the 
fault. Since the STATCOM operates in capacitive mode dur-
ing the voltage sag, the STATCOM voltage (Vst) is greater 

than and in phase with the PCC bus voltage (Vg) and the 
STATCOM current (Ist) leads the STATCOM voltage by 90°; 
the STATCOM is, therefore, generating reactive power. Fig-
ure 11b demonstrates that during the grid voltage sag, the 
injected reactive current from the STATCOM follows the 
required reactive current according to the German grid 
code. Since the magnitude of grid voltage sag is 50% of 
the rated value, the amount of injected reactive current 
is about 1 p.u. Figure 11c shows the STATCOM reactive 
power that injected according to the di�erence between 
the STATCOM voltage and the PCC bus voltage during the 

Fig. 11  Response of the 
STATCOM controller to the 
50% voltage sag a STATCOM 
voltage, STATCOM current, and 
PCC bus voltage; b STATCOM 
reactive current; c STATCOM 
reactive power
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grid voltage dip. When the grid voltage sag occurs, the 
STATCOM controller reacts by generating a reactive power 
of 77.6 MVAR to increase the PCC bus voltage to 0.69 p.u as 
compared to 0.5 p.u when the STATCOM is not employed.

3.2  Dynamic performance of the PV station

Figure 12 compares the impact of both the STATCOM con-
troller and the FRT control strategy on the dynamic perfor-
mance of the PV station during the event of the 50% grid 
voltage sag. Figure 12a depicts the injected active power 

from the PV station. During the steady-state operation, the 
PV station utilizes the MPPT technique to inject the maxi-
mum power of 1 MW into the PCC bus. However, during 
the grid voltage sag, when the proposed FRT control strat-
egy in [7] is implemented, the PV station power increases 
slightly to 0.83 MW compared to 0.79 MW without any pro-
tection system. Also, after fault clearance, the overshoot of 
active power decreases by 0.15 MW with the FRT control 
strategy. On the other hand, when the STATCOM con-
troller is employed, the injected active power maintains 
constant at its rated value (1 MW) during the voltage sag 

Fig. 12  Dynamic performance 
of the PV station during 50% 
voltage sag a injected active 
power from the PV station; b 
injected reactive power from 
the PV station; c PV DC-link 
voltage
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and its overshoot after fault clearance is eliminated. From 
Fig. 12b, it is clear that when the FRT control strategy is 
applied during the voltage sag, the PV station has to inject 
reactive power of 0.47 MVAR to enhance the FRT capabil-
ity. However, with the STATCOM controller, the injected 
reactive power sustains at zero during and after the fault 
occurrence to keep the PV station at a unity power fac-
tor. Figure 12c illustrates the response of the PV DC-link 
voltage to the grid voltage sag. In both cases (1) without 
protection system, (2) with the FRT control strategy, the 
DC-link voltage increases drastically to 1000 V and 950 V, 
respectively because of the great difference between 
the extracted power from the PV station and the power 
injected into the grid. Moreover, after the voltage sag is 
cleared, the DC/AC inverter controller fails to retrieve the 
DC-link voltage to its rated value due to the severe volt-
age drop and the large overshoot of the DC-link voltage 
during the fault. In contrast, when the STATCOM controller 
is employed, the DC-link voltage successfully maintains 
constant at its reference value (500 V) during and after the 
fault occurrence.

3.3  Dynamic performance of the wind farm

The following results discuss the dynamic behavior of the 
wind farm under the 50% grid voltage sag. Figure 13a 
demonstrates the active power transmitted from the 
wind farm to the PCC bus. During the normal operation 
conditions, the MPPT technique is implemented on the 
RSC to extract the maximum power from the wind farm, 
so the injected active power is equal to the rated value 
(9 MW). However, when the grid voltage sag occurs, in the 
case with the FRT control strategy, the wind farm power 
rises to 6.1 MW compared to 5.5 MW without any protec-
tion system. But when the STATCOM control strategy is 
implemented, the injected active power from wind farm 
increases significantly to 7.4 MW during the fault and 
quickly returns back to its rated value after fault clearance. 
Figure 13b illustrates that when the STATCOM controller is 
utilized during the grid voltage sag, the injected reactive 
power from the wind farm increases slightly by 0.2 MVAR 
compared to without protection system and with the FRT 
control strategy. Figure 13c illustrates the response of the 
DC-bus voltage to the grid voltage sag. Compared to the 
cases without any protection system and with the STAT-
COM controller, the FRT control strategy reduces consider-
ably the oscillations of the DC-bus voltage during and after 
the fault occurrence.

Figure  13d shows the variation of the mechanical 
torque of the wind turbine during the grid voltage dip. 
It is clear that in the case without any protection system, 
the mechanical torque during the grid fault drops sharply 
to 0.29 p.u compared to 0.38 p.u when the FRT control 

strategy is applied. However, when the STATCOM con-
troller is employed, the drop in the mechanical torque is 
decreased by 0.25 p.u compared to without protection sys-
tem and it quickly returns back to its rated value (0.8 p.u) 
after the fault clearance. Figure 13e illustrates that without 
any protection system and with the FRT control strategy, 
the DFIG rotor speed oscillates severely to 1.27 p.u dur-
ing the voltage sag. The oscillations of the rotor speed are 
due to the injected active power from the DFIG decreases 
signi�cantly during the fault and the mechanical power 
of the wind turbine cannot be converted completely into 
electrical power. But when the STATCOM controller is used, 
the rotor speed oscillations are low and the time for reach-
ing its pre-fault value (1.2 p.u) is quicker when the fault is 
cleared.

3.4  Dynamic performance of the PV/wind hybrid 
power system at the PCC bus

In this subsection, the dynamic performance of the hybrid 
power system at the PCC bus during the grid voltage sag 
is discussed. As can be seen from Fig. 14a, without the 
STATCOM control strategy, the PCC bus voltage decreases 
sharply to 0.5 p.u during the grid voltage dip. However, 
when the STATCOM controller is employed, the voltage 
raises signi�cantly to 0.7 p.u. Figure 14b shows the injected 
active power from the hybrid power system. It is clear that 
when the STATCOM controller is utilized during the voltage 
sag, the active power increases considerably to 8.5 MW 
as compared to 6.3 MW without protection system and 
6.9 MW with the FRT control strategy. Also, in the case with 
the STATCOM controller, the injected active power rapidly 
returns back to its rated value (10 MW) after the fault clear-
ance. Figure 14c illustrates that when the STATCOM con-
troller is employed, the injected reactive power at the PCC 
bus during the voltage sag is equal to about 78.11 MVAR 
so that the FRT capability and the dynamic performance 
of the hybrid system can be enhanced. From the previous 
results, it can be observed that the dynamic performance 
of the hybrid power system during the grid voltage sag is 
greatly improved with the proposed STATCOM controller 
when compared to the FRT control strategy in the litera-
ture [7].

4  Conclusions

In this paper, the STATCOM controller has been utilized 
in reactive power compensation to enhance the FRT 
capability and improve the dynamic performance of a 
grid-connected PV/wind hybrid power system during the 
transient grid faults. The hybrid power system consisting 
of 9 MW DFIG-based wind farm and 1 MW PV station is 
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Fig. 13  Dynamic performance 
of the wind farm during 50% 
voltage sag a injected active 
power from the wind farm; b 
injected reactive power from 
the wind farm; c DC-bus volt-
age; d mechanical torque of 
the wind turbine; e DFIG rotor 
speed
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merged with 100 MVAR STATCOM through the main PCC 
bus. The dynamic performance of the hybrid power system 
with the proposed STATCOM controller is evaluated and 
compared with another FRT control strategy during a grid 
voltage dip. The FRT control strategy is based on injection 
of reactive power from the hybrid system to enhance the 
FRT capability during the grid faults, and also activation of 
the outer crowbar protection system to protect the DFIG. 
On the other hand, the proposed STATCOM controller reg-
ulates the PCC bus voltage during the grid disturbances 
by dynamically controlling the amount of reactive power 

injected to or absorbed from the electrical network. The 
validity of both the proposed STATCOM controller and the 
FRT control strategy is veri�ed during a 50% grid voltage 
sag for 150 ms. The simulation results have proved that 
the STATCOM controller raises signi�cantly the PCC bus 
voltage during the grid voltage sag to 0.7 p.u as compared 
to 0.5 p.u without the STATCOM. Moreover, the STATCOM 
control strategy sustains e�ectively the PV station power 
at its rated value (1 MW) as compared to 0.83 MW with 
the FRT control strategy and 0.79 MW without any pro-
tection system. In addition, the STATCOM controller pro-
tects successfully the PV DC-link voltage from overshoot 

Fig. 14  Performance of PV/
wind hybrid system at PCC bus 
during 50% voltage sag a ter-
minal voltage at the PCC bus 
in p.u; b injected active power 
from the PV/wind hybrid sys-
tem at the PCC bus; c injected 
reactive power at the PCC bus
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by maintaining its rated value (500 V) as compared to the 
sharp increase to 1000 V and 950 V with the FRT strategy 
and without protection system, respectively.

On the other hand, when the STATCOM controller 
is employed during the fault, the wind farm power is 
improved considerably to 7.4 MW as compared to 6.1 MW 
with the FRT control strategy and 5.5 MW without any pro-
tection system. Also, the STATCOM control system reduces 
e�ciently the oscillations of the DFIG rotor speed and 
decreases the drop in the mechanical torque of the wind 
turbine during the fault. The comparison illustrates that 
the dynamic performance of the hybrid power system 
during the grid voltage sag is greatly improved with the 
proposed STATCOM controller when compared to the FRT 
control strategy.
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